THE CITY OF PAINESVILLE,OHIO

UTILITIES DEPARTMENT
ELECTRIC DIVISION
MONTHLY REPORT FOR JANUARY 2011

(I} OVERVIEW:

The Electric Plant had a fair month considering we only had one boiler and the smaller
turbine on during the month plus we had nothing running for the first 63 hours of the
month. With one boiler & turbine on line most of the month the plant was able to
generate 7,884,900 KWH. Due to the mild weather for two thirds of the month and the
continued slow economy, our peak demand for the month decreased by 0.5% compared
to January of last year.

(Il) PROJECTS / ACTIVITIES :

The maintenance personnel in the generating plant completed the following:

Installed a new illuminator on the #5 boiler south sight glass.

Installed a new high water level alarm on the #7 t/g LP Heater.

Finished inspecting and repairing unit steam heaters in the new boiler and turbine
rooms.

Assisted WPCP with valve replacement, rigging and welding.

Continued upgrading the electrical wiring and lighting in the parking garage.
Continued data collection and calculations for Arc Flash conditions for the plant
circuits and switchgear. '

Continued modifying the oid bulk acid storage shed for tow motor storage.
Started testing of the plant and substation relays.

In the Distribution Section, the line crews:

Completed removal of all Holiday decorations and the tree.
Tested and repaired all gang operated air switches in the system.
Started line revamp on South St Clair (Walnut to RR tracks).
Completed trimming on all back lot lines.
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(i) PROBLEMS/ OUTAGES:

Jan. 3, 5:50 AM Put #5 boiler and #5 T/G on line after being off for the holidays
and while the power prices were low.

Jan. 3, 9:55 AM Substation / System tripped while GPD & Amer. Testing were
updating relay setting per FE’s direction; Transformer
differential relay operated and tripped A2 and B2. All restored

by 10:35 AM.
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(IV) GENERATION SUMMARY:
Gross Generation 9,007,000 KWH
Plant Use (-) 1,122,100 KWH
Net Generation 7,884,900 KWH

Peak Demand = 40,800 KW at 7:00 PM on the 12!"

V) FUEL SUMMARY:
Coal Burned in #5 Boiler ‘ 4.818.10 Tons
Coal Burned in #4 Boiler 0 Tons
Coal Burned in #3 Boiler 0 Tons

Respectfully Submitted,

Wﬂz@a—/

Thomas A. Green, PE
Electric Power Supt.
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